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I. INTRODUCTION
1. Introduction.—There have been several methods suggested 
for the computation of the radiant-heat exchange occurring in 
boiler furnaces. Of these, probably the best known are the Hudson- 
Orrok formula and the Wohlenberg Method.
The purposes of this investigation were: First, to secure ex­
perimental data on the radiation intensities in boiler furnaces un­
der varying conditions for comparison with results as computed by 
the above methods; second, to measure the radiation absorbed on a 
steel surface exposed in a boiler furnace; and third, to express the 
relations for radiation intensities and absorptions in the form of 
practical equations.
In order to obtain the experimental data, a quartz-window calorim­
eter was used to measure the radiation intensities at various open­
ings in a boiler furnace during a series of boiler tests conducted in 
co-operation with the “ Committee on Utilization of Iowa Coals” 
of the University of Iowa.
The heat absorption by a steel surface was determined in the 
same boiler by using a steel-plate calorimeter or probe, similar to 
the quartz-window calorimeter.
II. DESCRIPTION AND CALIBRATION OF CALORIMETER
2. Description of the Quartz-window Calorimeter.—The princi­
ple of operation of the radiation calorimeter developed for this in­
vestigation is to absorb in a stream of water, the radiant energy 
passing through a fused-quartz window. The energy absorbed by 
the water is indicated by the increase in the temperature of a meas­
ured quantity of flow.
The calorimeter is shown in Fig. 1*. The pyralin-walled, water 
chamber, A, is surrounded by an air chamber, except at the front 
end, which is closed by means of the fused-quartz window W, held 
in place by an aluminum tube T against a bakelite partition D. 
This partition in addition to being the support for the inner as­
sembly, consisting of the absorption chamber and its surrounding 
air chamber (shown in detail in Fig. 1-A), is also the boundary
* All cuts used in this bulletin, were furnished by the American Society of 
Mechanical Engineers.
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between the front cooling chamber F  and the rear cooling chamber 
R. Into the rear of the outer copper shell S, is screwed an iron 
water-cooled pipe P, through which are led the water tubes to the 
absorption and cooling chambers, A, P, and R, together with the 
thermocouple leads.
The thermocouples for the main chamber are made of No. 22 
copper and constantan wires with the junctions formed by solder­
ing the two wires together. These couples are insulated with a 
thin layer of pyralin and sealed into the inlet and outlet pyralin 
water tubes of the absorption-chamber A. These couples were cali­
brated in air, and in flowing water before installation, and the 
calibration was checked after assembly in the tubes.
The thermocouple leads, insulated with silk and two coats of 
varnish, are carried out through a glass tube to the rear of the 
supporting pipe, P.
3. Operation of the Calorimeter.—In operation, the three cham­
bers, A, P, and R were supplied with water from a constant level 
tank. The flow through the absorption chamber was regulated to 
about 30 to 35 lb. per hr., which should give turbulent flow about 
the outlet thermocouple.
The electromotive forces of the couples were determined against 
a third copper-constantan junction placed in a thermos jar of ice 
water, by means of a Leeds and Northrup precision potentiometer; 
the electromotive forces were determined for both the inlet and the
http://ir.uiowa.edu/uisie/8
outlet thermocouple about 15 separate times in the course of ob­
servations of approximately six minutes duration, readings being 
made to 0.005 millivolt, corresponding to a temperature interval of 
0.2 F.
The water discharged from the absorption chamber was collected 
in a calibrated glass flask, the time of collection being noted with a 
stopwatch. The probable error in the water-rate determinations is 
less than one-half of 1 per cent.
4. Calibration of the Calorimeter.— The calibration of the calo­
rimeter consisted in comparing the radiation received by the calo­
rimeter from an electrically heated carbofrax plate, with that re­
ceived by a special “ black-body” absorber in the same location.
The black-body absorber was similar to those which have been 
used by H. C. Hottel and J . D. Keller1, and by T. Schmidt2. I t  
consists of a cylindrical cavity C, Fig. 2, with blackened walls 
which are surrounded by water chamber W. Pyralin-insulated, cop- 
per-constantan thermocouples are sealed in the inlet and outlet 
tubes of the water chamber. The outer walls of the water chamber 
W, are thermally insulated with 85 per cent magnesia. Water- 
cooled shields F, and 0, protect the absorption chamber from radia­
tion at the front and sides, and define the opening of C, which is 
of the same size as the opening of the quartz-window calorimeter.
The calibration arrangements are shown in Figs. 3 and 4. In  
Fig. 3, the absorption of the black-body was determined for a 
series of different temperatures of the heated plate, as indicated by 
the chromel-alumel thermocouple imbedded in the front surface 
of the hot-plate. Then in another series of tests (Fig. 4), the ab­
sorption of the radiation calorimeter with the quartz-window was 
determined for the corresponding hot-plate temperatures. A spe­
cial water-cooled shield was used with the quartz-window instru­
ment in order to duplicate the shape of the black-body absorber.
The calibration data are shown in Fig. 5. In  these graphs the 
energy absorbed by the quartz-window calorimeter, and by the 
special black-body absorber, have been plotted against the radiation 
intensity at the surface of the hot plate. The radiation intensity
1 “ Effects o f Reradiation on Heat Transmission in Furnaces and Through 
Openings,”  by H. C. Hottel and J. D. Keller, Trans. A.S.M.E., vol. 55, 1933, 
paper IS-55-6-39.
2 “ Die Warmestrahlung von Wasser und Eis, von bereiften und benetzten 
Oberflachen, ”  by E. Schmidt, Forschung auf dem Gebiete des Ingenieurwesens, 
vol. 5, 1934, p. 1.
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F i g s . 3 a n d  4 . V e r t ic a l  S e c t i o n s  T h r o u g h  Ca l ib r a t io n  A r r a n g e m e n t s
has been computed by means of the Stefan-Boltzmann law, which 
may be expressed as
I =  0.172 x 0.92 [(Tf/100)4 — (Tc/100)4] (1)
in which I is the radiation intensity in Btu per sq. ft. per h r . ; 0.172 
is the radiation constant; 0.92 is the emissivity of the hot plate as 
determined experimentally in an earlier investigation8; Tf is the 
absolute temperature of the surface of the hot plate as measured 
by the chromel-alumel thermocouple; and Tc is the absolute temper­
ature of the receiver.
I t  will be noted in Fig. 5 that the energy absorbed by the black-
3 “ The Construction and Calibration of an Instrument for the Measurement
of Radiant Energy in Boiler Furnaces,”  by L. P. Meade, Thesis, State Uni­
versity of Iowa, 1934.
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F i g . 5 . Ca l ib r a t io n  C u r v e s  o f  t h e  Q u a r t z -W i n d o w  Ca l o r im e t e r  a n d  t h e  
B l a c k -B ody  A b s o r b e r
body absorber is directly proportional to the radiation intensity I. 
Also, the energy absorbed by the quartz-window instrument is ap­
parently proportional to the radiation intensity I.
The ratio between the energy absorbed by the quartz-window in­
strument and the energy which would be absorbed by the special 
black-body absorber is 0.464 from Fig. 5. The calibration equa­
tion for the quartz-window instrument is
I == M/0.464 =  2.155M (2)
in which I is the radiation intensity in Btu per sq. ft. per hr. ; and 
M is the measured energy-absorption rate of the calorimeter in Btu 
per sq. ft. per hr. The radiation intensity, I, which has been 
studied in this investigation, is the rate of radiant-energy absorp­
tion in Btu per sq. ft. per hr., which would be experienced by a 
perfectly black surface at 90 F.
I t  was the object of the calibration tests to have the two arrange­
ments of Figs. 3 and 4 such that it would not be necessary to de­
termine the exact temperature of the front surface of the hot plate, 
but to use the temperature as indicated by the chromel-alumel
http://ir.uiowa.edu/uisie/8
thermocouple as a guide to show when the true surface tempera­
tures were identical in the two separate arrangements.
Then, for a given hot-plate temperature, the energy absorbed by 
the quartz-window calorimeter could be compared directly with 
that received by a black-body absorber of similar size for the same 
radiation intensity. Thus the calibration does not depend upon 
the accurate determination of the temperature at the exact boun­
dary of the hot-plate, nor upon geometrical “ form factors.”  I t  
depends, rather, almost wholly upon how nearly the so-called black- 
body absorber approximates a true black-body (which absorbs all 
incident radiation, reflecting none).
I t  has been assumed in the foregoing discussion, that the emis- 
sivity of the black-body absorber (Fig. 2) is 1.00, i.e., that the 
absorber is a true black-body. Actually, the emissivity might be 
slightly less than unity. The emissivity of the inner, acetylene- 
soot-covered surfaces is about 0.9454. But the net emissivity of the 
cavity is considerably greater than the individual emissivities of 
the surfaces which form its walls, because the absorbing surfaces 
form an inclosure, and since the amount of incident radiation 
which is not completely absorbed at the blackened surface which it 
strikes inside the cavity will be more likely to be absorbed at an­
other part of the blackened surface than to escape through the 
front opening. I t is reasonable to suppose that the resultant emis­
sivity is about 0.98.
If  it were assumed that the emissivity of the special absorber is 
0.98, the calibration equation for the quartz-window instrument 
would be changed by 2 per cent. Since the resulting correction for 
emissivity is only 2 per cent or less, it will not be used at this time.
III. USE OF CALORIMETER IN BOILER TESTS
5. Description of Boiler and Furnace.—The tests herein de­
scribed were conducted on a steam-generation unit equipped with 
an underfeed stoker, located in the heating plant of the State Uni­
versity of Iowa. The unit tested (Fig. 6) has a 6000 sq.-ft., straight 
tube boiler, equipped with an extended-tube superheater. The rear 
water wall, consisting of twenty-one 3 *4-in. bare tubes, spaced 6 in. 
on centers, provides 91 sq. ft. of cold surface. The side walls, with 
four Sy^-in. bare slag-drip tubes, and five 3^-in . armored side wall
* “ Surface Heat Transmission,”  by R. H. Heilman, Trans. A.S.M.E., vol. 
51, 1929, p. 289, paper FSP-51-41.
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F ig . 6. Cr o s s -S e c t i o n  o f  B o il e r ,  S t o k e r , a n d  S e t t in g , S h o w i n g  t h e  L o c a ­
t io n  o f  t h e  O b s e r v a t io n  D oors
tubes on each side, have a total of 95 sq. ft. of cold surface; the top 
of the furnace has 150 sq. ft. of cold surface. All the surfaces 
have been computed as projected areas. The total cold surface in 
the furnace is 336 sq. ft. The total wall area of the furnace is 835 
sq. ft., so the “ fraction cold” of the furnace is 336/835, or 0.402.
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6. Radmtion Observations.—Radiation observations were made 
through ten special observation doors, during a series of 8-hr. 
boiler tests. The locations of these doors are shown in Figs. 6 and 
11 .
During an observation, the radiation calorimeter was placed in 
the observation door as shown in Fig. 7. The water rate in the 
absorption chamber of the calorimeter was determined by noting 
the time required to fill a calibrated glass flask B (Fig. 7) to a 
mark on its narrow neck, while the electromotive forces of the in­
let and outlet thermocouples were determined continuously by 
means of the potentiometer shown. During a single observation, 
lasting about six minutes, about 15 sets of temperature determina­
tions were made, of which the average values were used in deter­
mining the temperature increase of the water.
The actual radiation intensities as measured and corrected by 
Equation (2), are shown in Table 1. The average value of the 
radiation intensity for each boiler test, shown in Table 1, is the 
arithmetic average of all the observations made in all the doors. 
For this paper, no attempt has been made to determine a weighted
F ig . 7. V i e w  o p  R a d ia t io n  Ca l o r im e t e r  i n  D oor  No. 1, W i t h  A c c e s s o r y  
E q u i p m e n t
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TA B L E  1 A CTUAL RADIA TIO N  IN T EN SITIES,» i b
Door
!Sro.c
Test
1 2 3 4 6 R S RM R N FM F N Average
No.
53 30.5 49.6 34.0 28.5 .... ...j 36.1
34.8 __ ___ . . . . . ... ...w54 36.9 49.9 46.9 30.6 ___ __ 41.0
37.1 55.2 ..... 41.2 . . . .
19.5 . . . . ___ .... ....
18.5 _ . __ .... ....
55 36.6 49*2 50.0 ¿'¿A 41.4 4!2.5 5ÎL9 44.1
46.8 33.2
£ 2 33.8 45.8 48.8 23.3 ¿ ï lo 38.8 37.2 27.4 37.1
.... 41.2 .... ....
___ _ 50.6 ....
S3 41.6 70.1 52.1 43.6 50.1 40.0 57.5 47.5 7Ö.5 __ _ 49.5
.... 60.0 33.2 ___ ___
___ . . . . 30.4
56 57.8 79.0 65.9 62.4 35.7 48.1 32.6 75.9 62.0
58.9 78.3 .... ___ 51.6 62.6 .... 76.0
. . . . 66.0 ___ 77.5 _.
57 33.5 89.0 76.1 49.3 51.5 65.9 47.5 74.0 64.9
72.0 88.0 77.6 63.5 .... __ .... 70.1
48.0 ___ .* ....
58 48.4 77.6 84" 6 55*2 .... 69.7 78.1 57.8 81.0 67.8 64.9
52.2 72.6 43.0 56.5 79.0
59 86.9 62.5 72.9 88.8 71.6 70.1 80.6 75.6
70.5 97.0 68.9 .... . . . .
60 52.0 75.0 60.6 40.2 76.0 53.0 64.0 6*5.4 67.6 65.9
69.7 79.7 76.2 66.4 .... 61.7 73.3 61.0 72.8 72.7
S5 87.6 107.0 77.6 71.5 40.6 60.0 43.6 62.6
____ 61.1 67.5 .... ....
60.4 __
S6 57.7 79.1 65.9 52.4 __ 54.3 51.6 4Ö’3 8*6.3 47.3 63.4
86.1 84.5 33.7 . . . . 46.5 55.5 39.3 48.1 80.3
.  . 83.3 __ 97.0 83.0
S  7 67.0 105.3 7 Î.2 72.0 ___ 62.1 8*9" 1 83*1 .... 81.9
103.5 76.0 .... 88.4 90.2 75.4
69 46*5 77.8 79.6 58^3 52.1 62.8 49.4 . . . . ___ 61.2
41.4 75.9 90.7 59.1 .... 54.6 59.1 44.6
57.7 63.3 53.5 __ ....
70 76.6 89.4 81.8 79.7 ___ 63.1 84.4 73.2 ___ .... 65.2
49.4 86.0 72.1 58.8 57.1 62.5 71.0 .... ___
48.9 52.2 __
32.1 ___ ....
S8 66.0 80.6 77.3 70.5 5l"3 56^0 44.1 ___ ___ 68.9
73.0 65.4 79.4 78.9 . . . . 52.9 54.1 38.2 . . . .
64.9 .... . . . .
S9 23.9 64.3 48.1 31.2 __ 38^5 49.6 55.8 . . . . 45.5
31.2 55.2 59.3 38.8 ___ 46.6 51.0 35.6 . . . .
25.8 55.8 64.2 42.7 __ 37.6 47.2
S10 29.3 78.6 60.4 45.3 52.1 56.5 4*3.1 . . . . ___ 51.0
29.3 62.6 74.0 63.9 ___ 44.5 53.0 44.2 ___ __
40.8 50.9 54.9 44.1 47.6 46.2 . . . .
Sll 16.4 42.0 38* 6 19.3 36.3 50.1 38.9 ___ ___ 34.6
27.0 .39.0 36.6 29.0 . . . . 32.1 31.8 30.4 . . . .
20.5 53.2 47.1 23.6 36.2 49.2 28.1 ___
S 12 24.3 41.0 48.1 21.9 30!9 43.4 42.9 35.2 40.3
24.0 55.7 50.6 26.5 35.8 44.4 50.6 44.9 . . . . ___
21.9 58.6 49.2 26.2 32.0 38.4 64.4 59.8 ___
S 13 36.6 53.6 37.7 45.5 33.7 31.5 50.6 37.4 42.7
40.5 59.0 43.1 39.1 31.3 39.4 52.7 33.6 . . . . ___
34.3 54.3 47.5 __ _
S17 20.8 39.4 39.4 29.0 29.9 30.4 38.6 22.5 37.8 25.0 32.3
19.4 43.9 51.5 23.9 23.4 20.2 41.7 42.8 34.4
S 18 25.3 51.1 56.6 24.1 34.3 28.9 39.4 23*9 42.3 35.4 35.8
30.7 43.1 39.1 24.1 31.2 32.1 41.3 33.2 43.1 37.6
71 24.5 38.6 34.1 25.4 20.9 25.0 28.1 26.1 30.3 24.2 27.9
24.8 33.3 24.0 19.7 17.9 38.3 32.6 24.7 34.6 30.7
72 27.3 48.0 31.3 26.8 22.6 22.6 29.5 26.2 32.7 28.7 34.1
29.6 86.8 40.3 40.5 31.0 25.3 41.6 25.6 34.3 32.3
78 27.6 42.4 29.9 34.3 21.9 27.3 40.5 26.5 31.0 34.2 35.4
37.6 63.2 32.6 30.8 31.6 31.6 41.9 28.2 45.2 37.2
. . . .
. . . . 56.5 . . . .
79 30.2 45.6 33.5 40.8 22.3 46.0 54.4 3*9.1 46.2 3*9.4 38.2
19.9 57.4 35.7 24.5 29.3 33.4 45.3 37.0 44.4 34.1
80 12.6 54.0 30.6 20.1 41.9 49.2 61.5 46.4 61.1 24.2 44.2
44.5 67.0 44.8 43.8 45.1 57.1 53.2 43.4 44.4 34.1
a All intensities expressed in  thousands of B tu  per sq f t  p e r  hr. 
b J  =  2.155 M, se© E quation  [2 ] .  
c F o r location of various doors see Figs. 6 and 11.
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TABLE 2 VARIOUS FACTORS USED IN  COMPUTING RADIATION 
BY THE HUDSON-ORROK FORMULA
t No. A Cr M- V X h
53 8.83 16.88 0.427 9209 67100
54 9.32 13.05 0.447 9639 56300
55 8.65 12.83 0.466 9383 56100
52 10.24 11.69 0.430 10185 51200
53 10.22 15.61 0.400 9209 57500
56 8.85 12.32 0.474 8375 49000
57 8.42 14.45 0.456 8475 55900
58 9.51 16.80 0.409 8874 61000
59 8.35 17.36 0.437 8790 66600
60 9.06 13.33 0.449 8514 51000
55 8.92 14.62 0.416 9888 60100
S6 10.45 10.59 0.443 10385 48700
57 9.50 13.90 0.433 9894 59600
58 9.70 14.38 0.424 9821 59900
59 9.77 12.35 0.430 9997 53000
510 9.49 14.75 0.426 9708 60900
511 10.82 10.13 . 0.440 10408 46300
512 10.48 12.40 0.422 10316 54000
513 8.75 15.03 0.452 9296 63200
517 9.94 14.88 0.443 9674 63700
518 10.16 15.83 0.448 10203 72400
69 9.11 13.55 0.446 9965 60100
70 7.65 15.83 0.469 10572 78500
71 9.55 11.98 0.394 8704 41100
72 9.92 12.86 0.431 8772 48600
78 8.65 14.42 0.452 8995 58600
79 9.40 12.30 0.450 9539 52900
80 8.99 15.90 0.447 9364 66500
- =  =  fraction of energy released which is transferred to the
, , i V C ,  cold surfaces in the furnace by radiation.
27
A  — lb of air per lb of fuel.
TJ — heat release per lb of coal.
=  CrV  |" 1 1  =  heat transfer rate by radiation, Btu per sqi f t  per hr.
Ct =  fuel burned, lb per hr per sq ft  of water-cooled surface exposed to radia­
tion.
average; the authors believe that the system of averaging here used 
is best for the purposes of this paper, because the radiation intens­
ity was not constant at the various observation points throughout 
an entire test.
IY. METHODS OF COMPUTING HEAT ABSORPTION
7. Computation of Radiation by the HucLson-Orrok Formula.— 
There are shown in Table 2 the average heat-transfer rates by
http://ir.uiowa.edu/uisie/8
radiation, as computed by means of the Hudson-Orrok formula5. 
These heat-transfer rates are plotted in Fig. 9. The quantity U in 
this table is the heat released in the furnace per lb. of fuel burned. 
U also enters into the calculation of radiation by the Wohlenberg 
method, and is computed in Table 3, in which it is shown as the 
calorific heating value of the fuel, in Btu per lb., minus the losses 
due to (a) incomplete combustion of carbon to carbon-dioxide, (b) 
combustible in the refuse, and (c) evaporation of moisture.
8. Computation of Radiation by the Wolilenberg Method.—In 
the computations of furnace heat balances by the Wohlenberg 
method6- 8, as shown in Table 3, some shortcuts have been taken, 
the most important one being in evaluating the solid angles which 
enter into the computations of the radiation coefficients. The “ frac­
tion cold” for the furnace used in these tests was found to be 0.402. 
This corresponds to the Type B cubical furnace mentioned by 
Wohlenberg and Lindseth, which has one wall and the top cold. I t  
has been assumed that the furnace in question is approximately 
represented, in so far as our purposes are concerned, by the Type B 
furnace, even though its shape differs from that of a cube. Hence 
the values for the various solid angles have been taken for those 
quoted for the Type B cubical furnace.
The radiation from the carbon dioxide and water vapor present in 
the burning gases is a function of the temperature, and of the 
product of the percentage concentration and the thickness of the 
radiating gas; this product may be expressed as c =  ps/328, where 
p is the percentage by volume of the carbon dioxide or water vapor, 
and s is the thickness of the gas column in feet7. For a given 
temperature, the radiation from these gases increases with the factor 
c, until c =  0.15. Any further increase of c above 0.15 produces no 
increase in the radiation intensity from the gases at constant tem­
perature.
In  all the boiler tests of this investigation, the factor c was great-
5 ‘ ‘ Radiation in Boiler Furnaces, ’ ’ by Geo. A. Orrok, Trans. A.S.M.E., vol. 
47, 1925, pp. 1148-1155.
« “ Radiation in the Pulverized-Fuel Furnace,”  by W. J. Wohlenberg- and D. 
G. Morrow, Trans. A.S.M.E., vol. 47, 1925, p. 127.
7 ‘ ‘ The Influence of Radiation in Coal-Fired Furnaces on Boiler Surface Re­
quirements and a Simplified Method for Its Calculation, ”  by W. J. Wohlenberg 
and E. L. Lindseth, Trans. A.S.M.E., vol. 48, 1926, p. 848.
s Complete details o f the computations and boiler test data are given in a  
thesis, "Radiation in Steam Boiler Furnaces,”  by C. F. Schmarje, which is on 
file in the library o f the State University of Iowa.
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TA B L E  3 SUMMARY OP CALCULATIONS BY T H E  W O H L E N B E R G  M ETHOD
B o i l e r . T e s t  N o . 5 3 5  4 5 - 2 ^ - 3 5 6 5 7 5 8 5 9 G O S - 5 > 5 6 5 - 7 5 - 8
2 4 5 0 £ 3 5 0 ¿ 3 7 3 " ? 3 I 5 2 H 0 5 2 1 5 5 ’ 3 M . ?3 3 C 2 H 2 3 2 1 9 5 2 4  3 8 2 2  6 8 2 3 8 0 2 3 6 5
A B C A B c A e> C A b c A Ò c A B c A B c A B c A B c A 5 c A b c A B c A b c A b c
P r o d u c t  o f  C o m b u s t i o n
C O * 1.993
0.2 90
fclfe 1229 2 .0 6 5 6 5 (217 2.02 593 1199 2.207 5 7 5 1270 2.2fa3 fe02 1364 1-922 52*/ 1010 I9 lb 552 1059 1.99 579 1 152 1.935 607 i)75 /•we -538 1053 2.155 bl2 15)9 2  29-5 559 /2 6 0 2 /90 5 9 5 130 2ffV, 5 9 r
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M e t h o d
er than 0.15 for both the carbon dioxide and water vapor; hence, 
the radiation from these gases could be plotted as a function of the 
temperature alone.
The radiation term in the heat balance for this furnace, then, 
may be plotted as a function of the “ mean flame temperature”  as 
shown in Fig. 8. From this graph, the total value of the radiation 
term may be determined for any assumed mean flame temperature.
The solution of the heat-balance equation consists of finding the 
mean flame temperature, Tu, for this temperature, the energy re­
leased in the furnace per hr (called GU in Table 3) is equal to the 
sum of the three quantities, (a) the radiation term, Qr, (b) the 
heat transferred by convection to the surfaces exposed to radiation 
(except for that radiant surface in the aperture through which the 
gases leave the furnace), and (e) the sensible heat of the products 
of combustion leaving the furnace at the mean flame temperature 
(represented in Ta;ble 3 by SG^Ahi,). I t  was usually possible to 
select the correct mean flame temperature after a choice of three or 
four values.
The radiation-heat-absorption rates as computed by the Wohlen­
berg method are shown in Fig. 8. I t  is interesting to compare the
http://ir.uiowa.edu/uisie/8
results calculated from the same data using the two different meth­
ods.
V. DISCUSSION OF INTENSITY-TEST RESULTS
9. Effect of D irty Surfaces.—In Fig. 10, the measured average 
radiation intensities are plotted against the energy release rate in 
the furnace. The measured radiation intensity, according to Fig.
10, varies considerably with constant energy release rate. This 
effect was noticed early in the tests, when it was found that the 
variation was due to the difference in dirtiness of the water-cooled 
surfaces in the furnace.
Attempts were made to estimate, in each of the tests, the frac­
tion of the radiant surface which was covered with slag or ash. 
The covering on the tubes was found to consist mostly of patches
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THOUSANDS OF BTU PER. HOUR- PER. CUBIC FOOT 
ENERGY RELEASE RATE IN FURNACE.
K a d ia n t -H e a t -A b s o r p t io n  B a t e s  Co m p u t e d  b y  t h e  H u d s o n -Or r o k  
F o r m u l a  a n d  t h e  W o h l e n b e r g  M e t h o d
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ENER.QY RELEASE RATE. IN FURNACE.
Fig. 10. R a d ia t io n  I n t e n s i t i e s ,  I ,  D e t e r m in e d  D u r in g  t h e  B o il e r  T e s t s
of powdery ash, between 1/8 in. and 1 1 /8  in. in thickness. At 
times, after the boiler had been operated at high ratings, the slag- 
drip tubes of the side walls were covered with slag. In  Table 4 
are listed the values of the furnace dirtiness D, which is the esti­
mated fraction of the total water-cooled surface in the furnace that 
is covered with slag or ash.
In Fig. 10 curves of equal dirtiness, D, have been drawn for the 
furnace clean (D =  0), slightly dirty (D =  0.1), moderately 
dirty (D =  0.2), and very dirty (D =  0.4). Since there was a 
similarity between the constant dirtiness curves and the Orrok 
curve of Fig. 9, and also an increase in intensity with D, at a given 
energy-release rate, a tentative formula (based upon the Hudson- 
Orrok formula) for calculating the average radiation intensity has 
been derived.
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This formula9 is as follows :
I  =  CrU[0.5 +  1.7D 1i  +  ± # ]
in which I  is the average radiation intensity at the furnace walls 
in Btu per sq. ft. per h r . ; U is the energy release per lb. of fuel 
burned as found by subtracting from the heating value of the fuel 
the losses due to unconsumed carbon, evaporation of moisture, and 
combustible in the refuse; A is the lb. of air entering the furnace 
per lb. of fuel burned; Cr is the fuel burned, lb. per hr. per sq. ft, of 
projected cold surface exposed to radiation; and D is the fraction 
of the cold surface in the furnace which is covered with slag or ash.
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* See Equation (12) fo r the final form of this equation.
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TABLE 4 D IR TIN ESS FACTORS, D
Test No. D Test No. V
53 0.1 70 0.4
54 0.1 S8 0.4
55 0.1 S9 0.2
S2 0.1 S10 0.2
S3 0.1 S l l 0.1
56 0.4 S12 0.1
57 0.4 S13 0.1
58 0.4 S17 0.0
59 0.4 S18 0.0
60 0.4 71 0.1
S5 0.4 72 0.1
S6 0.4 78 0.1
S7 0.4 79 0.1
69 0.4 80 0.15
I t  is to be noted that Equation (3), here tentatively proposed, 
gives “ radiation intensity,”  as contrasted to “ heat-transfer ra te” 
by radiation. The two quantities may be very nearly equal for a 
clean furnace, but for a dirty furnace the average radiation in­
tensity is probably much greater than the average heat-transfer 
rate by radiation.
10. Distribution of Radiation Intensity.—The typical distribu­
tion of radiation intensities about the furnace is shown in Fig. 11 
for three different tests of approximately equal energy-release 
rates.
During one of these tests, the furnace was clean, having been in 
operation only two days following a thorough cleaning; in the other 
tests the fractions of the radiant surface dirty were approximately 
0.2 and 0.4.
VI. DESCRIPTION OF, AND TESTS W ITH, STEEL 
SURFACE CALORIMETER
11. Description of Steel Surface Calorimeter.—The calorimeter 
employed in these tests is shown in Fig. 12. I t consists of a 
hollow steel block, S, through which water circulates. The outer 
surface of this steel block has a thick layer of black oxide which 
was formed when the steel was maintained at a dull red heat for 
about one hour. This block is surrounded on all sides except for 
the front surface, by a water-cooled jacket, J, which is insulated 
from the steel block with 85% magnesia.
Heat transfer by convection to the front surface of the steel 
block was minimized by a shield of cold air produced by a series of 
air jets. These jets provided an outward flow of cold air which 
prevented the hot furnace gases from making contact with the sur­
face tested. Since air is transparent to radiation, and the air shield
http://ir.uiowa.edu/uisie/8
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was arranged to keep the absorbing surface free of hot gases, the 
heat absorbed by the steel surface was practically all transmitted 
by radiation.
12. Tests in the Boiler Furnace.—The heat transfer tests were 
made at observation door number 2, whose location is shown in 
Fig. 6. The probe was placed in the opening in the furnace wall 
so that its front surface was approximately in line with the inner 
surface of the furnace wall. Alternate readings, each about three 
minutes in duration, were taken through this door with the probe 
and with the quartz-window radiation calorimeter.
A number of sets of observations were made with the clean, ox­
idized, steel surface. The data for these tests are given in Tables 
5 and 6. In  this tabulation, X r is the measured heat transfer
TABLE 5. TESTS W IT H  A CLEAN, OXIDIZED, STEEL SURFACE
>>
-)-3
*0 £G> \ I  i
W «H
'S Üai cr*
'S ^  S '"
l i
o >
wìh
o St * o g*
I s
M rr4 O Æ co 
£
ö c* O m 
•43 \  
g £
-t-iCO<X>
EH
'S pq 
H
'S «
P3
1  1 «  C_I l"H i-H 'S ««
X r I X r/ I X r I
C-l 34.35 36.1 C-5 47.5 45.3
33.9 39.7 40.6 47.7
32.7 39.8 42.7
33.6 37.9 0.887 38.4
42.6
46.7
42.6
C-2 60.6 66.1 39.4 53.6
58.6 61.8 41.4 46.4
53.3
57.5 63.9 0.899
C-3 53.6 50.0 C 6 24.9 33.4
43.9 50.3 28.2 34.8
49.9 47.0 43.3 44.4
41.4 55.1 43.4 46.6
39.4 56.6
49.5
36.1
28.4
36.9
34.0
45.6 51.4 0.887 34.06 38.3Ì
C-4 57.5 67.4
42.0 58.1
38.1 42.6
36.1 38.8 
37.2
43.4 48.8 0.889
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rate by radiation to the steel surface of the probe, and I is the 
radiation intensity as determined with the quartz-window calori­
meter. The average value of the ratio X r/I  for the six tests is 0.89. 
In  other words, the radiation absorption coefficient for the clean, 
oxidized, steel surface is 0.89.
A series of tests were also made with the steel surface partially
TABLE 6. TESTS W IT H  PA RTIA LLY  D IETY  STEEL SURFACES 
Test No. D X r I  X r/ I
D -l 0.9 15.65 45.6
16.0 46.1
16.1 48.9 D =  fraction of the
15.3 46.8 steel surface covered
14.3 with slag or ash.
15.47 46.85 0.330
D-2 0.9 18.5 38.6 X r  =  H eat absorption
18.3 rate in thousands of
14.1 52.4 B tu per sq f t  per
15.0 hour, determined
14.0 46.5 with the thermal
14.7 probe.
15.77 46.17 0.341
D-3 0.76 14.2 I  =  radiation intens-
15.0 51.5 ity  in thousands of
13.9 B tu  per sq f t  per
16.2 50.5 hr, determined with
19.1 the quartz-window
16.3 48.6 calorimeter.
14.4
14.6 53.2
15.46 50.95 0.304
D-4 0.30 36.9
42.4 63.6
37.9
41.7 64.0
41.2
40.0 63.8 0.626
D-5 0.475 29.9 55.8
27.1 56.3
27.8 62.0 
29.6 56.5
28.9 66.4
31.8 57.6
29.18 59.0 0.494
D-6 0.423 39.3 63.5
40.4 59.0
39.85 61.2 0.651
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covered with slag and ash. The ash formations were fastened to the 
steel surface by a layer of refractory cement about 1/16" thick. In 
Test No. D-l, a dense black slag about one-half inch thick covered 
nine-tenths of the surface. In  the remaining tests, the ash cover­
ings consisted of a porous material which had been formed of 
particles of fly ash stuck together on cooled surfaces in the furnace. 
The thicknesses of these ash coverings were as follows: Test No. 
D-2, 5/8''; test No. D-3, 1 3/4"; Test No. D-4, 1 3/8" ; Test No. D-5, 
1 3/4" ; Test No. D-6, 3/16". The test data for these tests are given 
in Table 6.
VII. DERIVATION OF PRACTICAL EQUATIONS
13. Equation for Heat Absorption .—The ratio X r/I  as deter­
mined above is plotted against the dirtiness, D, in Fig. 13. 
These data may be represented by the straight line whose equation10 
is
X r/I  =  0.89(1 — 0.8D). (4)
D = F RACTIOM OF THE STEEL SURFACE
C O V E R E D  W IT H  A S H  OR.
F ig . 13. V a r ia t io n  o p  H e a t  T r a n s f e r  b y  R a d ia t io n  f o r  a n  A s h -Covered  
S t e e l  S u r f a c e
io This ratio, X r/I ,  actually varies with the thickness of the slag or ash 
layer, but since this variation is apparently not very great, an average such 
as taken in  Figure 13 will serve fo r the purposes of this investigation.
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During the tests represented by Equation (A), the cooling water 
temperature was about 70°F, while in the actual heating surfaces in 
the furnace, the temperature was about 400°F. Making a correc­
tion for this difference in temperature on the basis of the Stefan- 
Boltzmann law, it is found that Equation (4) should be decreased 
by about 2%, so that
X r/I  =  0.98 x 0.89(1 — 0.8D) =  0.872(1 — 0.8D). (5)
Substituting in Equation (5) the value of I as given by Equation 
(3), there results,
v  0.872(1 — 0.8D) (0.5 +  1.7D) CrU
X r  =  --------------------------------------==------------------- (b )
AVCr
27
14. Radiation and Connection in a Glean Furnace.—For the 
special case in which the furnace is clean, (D =  0), Equation (6) 
reduces to
Xr =  _ M 3 6 CrU ,
AVCr  
'r  27
where X r is the heat transfer rate by radiation in Btu per sq. ft. per 
hr. to the cold surfaces in a clean furnace.
However, the similar Hudson-Orrok formula, which gives the 
total heat transferred by radiation and convection is
X  =  CrU ^  (8)
AVCr  
27
A comparison of Equations (7) and (8) shows that the heat trans­
ferred by radiation, X r is 43.6% of the total heat transferred 
(radiation and convection) as computed from the Hudson-Orrok 
formula for these tests. This division of the total heat transfer 
between radiation and convection for D =  0 (clean furnace) is 
shown graphically in Fig. 14.
To investigate the division of the total heat transfer between 
radiation and convection for dirty furnaces, it will be necessary to 
find how the total heat transferred to the cold surfaces in the 
furnace varies with the furnace dirtiness.
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F ig . 14 . R a d ia t io n  a n d  T o t a l  H e a t  T r a n s f e r  ( N o t  C o r r e c t e d )
15. Effect of Dirtiness on Total Heat Transfer in the Furnace.— 
A probable relationship between the total heat absorbed in the 
furnace and the dirtiness is shown by Curve “ B ” in Fig. 14. 
This curve expresses the commonly observed fact that as the water- 
wall tubes become dirty, less heat is absorbed by the cold surfaces 
in the furnace for a given energy release rate.
The effect of decrease of total heat transferred in the furnace as 
the furnace becomes dirty is illustrated in a series of tests reported 
by DeBaufre.11 These tests show that the effect of “ considerable 
amounts of slag” is to reduce by about 20%, the total heat trans­
ferred to the cold surfaces in the furnace. For this condition, D 
was probably more than 0.4, and less than 0.8. A reasonable value 
for D would be D =  0.6. Then for D =  0.6, the total heat transfer 
is 80% as much as it is for the clean furnace with the same energy 
release rate. This established the trend of Curve “  B ”  of Fig. 14.
The corresponding dependence of the radiation (as predicted 
by Equation 6) upon the furnace dirtiness is shown by the second 
curve (Curve Y, Fig. 14). The factor in the radiation equation 
(Equation 6) involving the dirtiness is
Y — 0.872 (1 — 0.8D) (0.5 -f- 1.7D). (9)
16. Modification of Radiation Equation.—The need for some 
correction is indicated from a consideration of the relative magni­
tude of the rates of heat transfer by radiation and by convection in 
a dirty furnace. For instance, for D =  0.5, the half of the surface 
which is clean will absorb at least as much heat by convection as it
i i  H eat Absorption in  Water-Cooled Furnaces, W. L. DeBaufre, Transactions, 
A.S.M.E., Vol. 53, 1931, p. 257 (Manchester Tests).
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does when all the surface is clean. Hence, the average heat transfer 
rate by convection for D — 0.5 would be at least one-half as much 
as it would be for D =  0 with the same energy release rate.
But this is not the conclusion which would be drawn from in­
spection of Fig. 14. These curves show the convection to be only 
27% as much at D =  0.5 as at D — 0.
Since the curves of Fig. 14 lead to incorrect conclusions, at' 
least one of them is wrong. Curve “ B ” was drawn in with little 
information, but if it were to be shifted upward far enough to cor­
rect this discrepancy at D =  0.5, the change would be such that 
there would be no significant decrease in the total heat transfer in 
the furnace as D increases. Hence, it is concluded that “ Y ”  is the 
offending member, and should be modified to correct this apparent 
defect.
Such a modification is shown in Fig. 15. The resulting value 
of Y from this graph is
Y' ■=  0.872(1 — 0.8D) (0.5 +  1.1D). (10)
This change of Y to Y' has been accomplished by changing the 
radiation intensity factor (0.5 -|- 1.7D) to (0.5 -j- 1.1D). This 
change may be justified on the grounds that the estimates of the 
fraction dirty during the boiler tests could be in error. The indi­
cations are that these estimates were low. I t  is unlikely that the 
necessary change should be made in the factor (1 — 0.8D), for the 
reason that when it was determined, the dirty area of the thermal 
probe was measured, rather than estimated.
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When Y' is substituted in Equation (6) in place of Y, the radia­
tion equation becomes
„  0.872 (1 — 0.8D )( 0.5 + 1.1D) CrU.
•Ar =  ------------------------------------- ===---------------------  (1 1 )
AVCr
27
This radiation equation has been set up from considerations of the 
variation of radiation and convection with the furnace dirtiness at 
constant energy release rate. The relative importance of the heat 
transfer by radiation and by convection probably varies with the 
energy release rate in the furnace. But since the boiler tests of
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this investigation were made under regular operating conditions, 
the range of energy release rates was not great enough to permit a 
prediction of its effect upon the relative heat transfer by radiation 
and by convection.
17. Comparison of Modified Radiation Equation to the Iludson- 
Orrok Formula and to the Wohlenberg Formula.—A graphical 
comparison of the results ef the Hudson-Orrok formula, and the 
Wohlenberg method, to the modified radiation equation is shown 
in Fig. 16 for the clean furnace condition.
I t is to be noted that the radiation predicted by means of the 
Wohlenberg method is greater than that computed from the meas­
ured radiation intensities. Also, the total of radiation and convec­
tion (Wohlenberg method) is considerably lower than the total in­
dicated by the Hudson-Orrok formula.
For one of the boiler tests (clean furnace) the radiation term in 
the Wohlenberg heat balance equation has been made to agree with 
the measured radiation intensity. The result has been to reduce 
the “ mean flame temperature” from 2360°F to 2116°F, and thus 
to reduce the computed heat capacity of the gases leaving the fur­
nace. To satisfy the heat balance equation the convection term is
«-HUDSON-ORROK.
FR.OM MEfcSUHSD
r a d i a t i o n  I n t e n s it y
F ig . 17. E f f e c t  o f  Co r r e c t io n  to  W o h l e n b e r g  M e t h o d  ( B o il e r  T e s t  N o . 
1 7 .)
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increased. This change in the convection term which corresponds 
to the modification of the radiation term in the computations for 
Boiler Test No. 17 is displayed in the chart of Fig. 17.
For this test, when the radiation term was made to agree with 
the measured radiation intensities, the convection term was in­
creased, with the result that the total radiation and convection as 
computed from the Wohlenberg method is seen to be in close 
agreement with the value computed by the Hudson-Orrok formula.
18. Summary.—In view of the fact that the experimental data 
herewith presented has been determined for one type of furnace 
and fuel only, judgment should be exercised in applying these data 
to other sets of conditions.
The intensity of radiation (not including convection) has been 
determined for the physical boundaries shown in Fig. (6) by 
using a quartz-window calorimeter. The results of this experi­
mental work are well represented by the Equation :
The absorption of radiation by a steel surface as determined ex­
perimentally by the steel-surface calorimeter is well represented by 
the equation:
V III. CONCLUSIONS
(12)
0.872 (0.5 - f  1.1D) (1 - Q.8D) 
1 _ i _
CrU. (11)
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